NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 1038078)

MONTH:  Sep 2010 | RAW |
[Mineral Analysis | | mg/L ]
Residue on Evaporation 236

Silica (Si02) 8.28

Iron (Fe) 0.258
Calcium (Ca) 32.1
Magnesium (Mg) 3.65
Sodium (Na) 22.4
Potassium (K) 4.72
Bicarbonates (HCO3) 92.0
Carbonates (C0O3) 0
Hydroxides (OH) 0
Sulfate (S04) 48.4
Nitrite (NO2) 0.0540
Nitrate {NO3) 0.164
Chloride {Cl) 33.1
Fluoride (F) 0.323
Phosphates (PO4) 0.0625
[water Stability mg/L as CaCO3
Total Alkalinity g2.0
Phenolphthalein Alkalinity 0
Noncarbonate Hardness 30.0

Total Hardness 122
Langelier Index -
[Trace Element Analysis mg/L |
Arsenic {As) <{.00500
Barium (Ba) 0.0418
Cadmium (Cd) <(0.00100
Chromium (Cr) <0.00500
Copper (Cu) 0.00541

Iron {Fe) 0.258
Lead (Pb) <0.00100
Manganese {Mn) 0.0371
Mercury (Hg) <0.000100
Nickel (Ni) 0.00323
Seleniumn (Se) <0.00100
Silver (Ag) <0.00100
Zinc {Zn) <0.0100
[Other Analysis | Units |
Chlorine Residual (mg/L) -

Total coliform { Present / Absent ) P

pH {Standard Units} @ 25°C 8.17*
Specific Conductance (Umhos) 325
Turbidity (NTU) 11.8
Threshold Odor Number - 3F
Remarks:  *ldenlifies Monthly Average Process and Fleld analyses.

TREATED

mg/L

278

7.29

<0.200

36.3

3.77

31.0

4,65

79.0

0

0

73.9

<0.0200

0.216

27.4

0.581

<0.0200

img/L as CaCO3

79.0

0

43.0

122

[+0.340]

mg/L.

<0.00500

0.0352

<0.00100

<0.00500

0.0412

<0.200

<0.60100

<0.00100

<0.000100

0.00282

<0.00100

<0.00100

<0.0100

Units

3.16%

A

8.13*

420

0.228*

2F

Date:

*
Lab Manager. W%M
/s l

jo/11 /70



